
POWER
UNIT

RJ10 data cable

Wave control unit

SAUNA

Min. distance
 75 cm
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5x1,5 or 5x2,5
(depending on the model)

5x1,5 or 5x2,5 (depending on the model)

5x1,5 or 5x2,5
(depending on the model)

ELECTRICITY MAIN

CONTROL PANEL CAN ALSO BE
INSTALLED ON THE OUTSIDE OF

THE SAUNA ROOM
A 3 meter cable is included as

standard with the Wave control panel.
With a optional 10 meter cable,

you can take the controller outside from
the sauna.

A�xing the sensor to the ceiling:  
distance from heater frame 100–400 mm

The temperature sensor should be installed no
less than 1000 mm from an undirected air vent income,
or less than 500 mm from a directed air vent. 

Thermostat  sensor
distance  from 

the  ceiling  100  mm 

Distance from
heater frame
100–400 mm

Physical instructions for installation / Wave Control unit


